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2. Safety measures 

Observe generally applicable national provisions and other related regulations. Unplug the curtain from mains 

before any service intervention. Connection and earthing of the electric device or components thereof must be in 

line with laws applicable in the country of use. Only qualified staff may carry out any electric service works. 

Observe applicable laws, in particular: 

• on safety of electric and thermal appliances, 

• on central heat distribution systems, 

• on fire safety, 

• do never exceed working pressure and temperature specified in the production label. 

 

3. Fan replacement 

3.1. Disconnecting fan power cable 

Enable the terminals and disconnect the L, N and PE wires. 
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3.2. Dismantling screws for fan holders 

 

3.3. Dismounting the fans 
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4. Water coil replacement 

4.1. Disconnecting fan power cable 

Enable the terminals and disconnect the L, N and PE wires. 
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4.2.  Dismantling top plate with fans 

 

4.3.  Dismantling coil cover plates 
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4.4.  Dismantling coil neck holders 

 

4.5. Dismantling coil holders 
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4.6.  Dismounting the coil 
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5. Electric coil replacement 

5.1.  Dismantling the cap from electro unit 

 

5.2. Disconnecting fan power cable  

 

Disconnect the fan power cable from terminals 41, 42 and disconnect the PE protective conductor. 
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5.3. Disconnecting exhaust sensor  

Disconnect the exhaust sensor from terminals 15, 16. 

 

5.4. Disconnecting contactor 

Disconnect the phase conductors from the contactors - it is necessary to mark the conductors according to the 

terminals on the contacts on the contactor and the designation I. and II. degree of heating. 

 

CONTRACTOR II.  

DEGREE OF HEATING 

CONTRACTOR I.  

DEGREE OF HEATING 
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5.5. Disconnection of protective and neutral contructors 

Disconnect the neutral and protective conductors.  

 

5.6.  Dismantling top plate with fans 
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5.7. Dismantling capillary of emergency thermostat 

Push the edges of the holder towards you, this will release the capillary in the holder. 

 

 

 

 

 

 

 

Slide out the capillary through the cover gaps in the curtain. 
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5.8. Dismantling the electro unit  

 

5.9.  Loosening of the heater mounting screws 
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5.10.  Dismantling the electric heater holder 

 

 

 

 

 

 

5.11.  Dismantling the electric heater 
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6. Electric coil replacement 

6.1.  Dismantling the cap from electro unit 

 

6.2. Disconnecting fan power cable  

 

Disconnect the fan power cable from terminals 41, 42 and disconnect the PE protective conductor. 
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6.3. Dismantling inspection heater cover 

 

6.4.  Disconnecting heating rods 
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6.5.  Loosing the rods in the centre holders 
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6.6.  Loosing heating rod nuts 

 

6.7. Dismantling heating rods  
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